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Preparing the unit
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Remove the coil cover

Please remove the blue
plastic before installing
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When the unit is delivered there is a blue cover over the coil, please
remove it, the remote controller is in a box at the back off the unit
Remove the right hand front cover of the unit to gain access.

To gain access to the wiring, you will need to remove the 2 x 13mm
bolts at the front to get the cover off, don’t loose them they MUST go
back in.

Remove the compressor support

Remove the
transportation support

On the larger 8-12-14kw units, the compressor has a plate which has
to be removed prior to installation, see above. Do not remove the
metal frame the unit is bolted to, it is structural.
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Unit Dimensions

A 1
8/10/12/14/16 kW (unit: mm)

4/6 kW (unit: mm)

02380 179121 | technical@freedomhp.co.uk

















































